The effect analysis of strain rate on power transmission tower-line system under seismic excitation is studied in this paper. A threedimensional finite element model of a transmission tower-line system is created based on a real project. Using theoretical analysis and numerical simulation, incremental dynamic analysis of the power transmission tower-line system is conducted to investigate the effect of strain rate on the nonlinear responses of the transmission tower and line. The results show that the effect of strain rate on the transmission tower generally decreases the maximum top displacements, but it would increase the maximum base shear forces, and thus it is necessary to consider the effect of strain rate on the seismic analysis of the transmission tower. The effect of strain rate could be ignored for the seismic analysis of the conductors and ground lines, but the responses of the ground lines considering strain rate effect are larger than those of the conductors. The results could provide a reference for the seismic design of the transmission tower-line system.
Introduction
Power transmission tower-line system is an important component of a power system. Its reliable operation is of great significance in achieving the energy strategy of nationwide interconnection, power transmission from west to east, and mutual supply between north and south. So far, most of research attentions have been paid on the actions of static load, dynamic characteristic, and nonlinear time history analysis with only geometric nonlinear was taken into account [1] [2] [3] [4] [5] [6] [7] [8] . However, several recent cases of damage to transmission towers during earthquakes have proved that the structure under strong earthquake excitation could enter nonlinear status. During the 1976 Tangshan earthquake, some transmission towers collapsed. In the 1999 CHI-CHI earthquake, a lot of transmission lines were broken and some towers collapsed [9] . In 2008, Sichuan electric network was damaged by the Wenchuan earthquake.
Therefore, studies about elastic-plastic analysis of transmission towers have been reported recently. Li et al. [10] calculated the dynamic characters of two different kinds of towers, and the two transmission towers were calculated with two different pieces of seismic records based on the simplified method of seismic calculation, and the nonlinear behaviors and plastic limit of transmission towers in different vibration directions subjected to earthquake action were summarized. Xiong et al. [11] investigated the elastic-plastic analysis of a long-span concrete filled steel-tube transmission tower under earthquake actions by the static and the dynamic method. The results showed a lot of elements enter the plastic status soon after earthquake action and there were some steel-tube elements that failed but no concrete filled steel-tube element failed at last times. Albermani et al. [12] presented a nonlinear analysis technique for transmission tower structures, and the proposed technique could be used to accurately predict structural failure, with the predictions confirmed by the results of an expensive full-scale test. It is necessary to consider the effect of strain rate on transmission tower-line system using elastic-plastic analysis method. However, there is no research about the analysis of strain rate effect on transmission tower-line system at present. The experimental results have showed that the steel is a rate sensitive material, which has different mechanical properties under different strain rates. A few experimental studies have been carried out in recent years. ChangandLee [13] investigated the strain rate and strain rate history effects on the inelastic stress-strain behavior of annealed A-36 structural steel at room temperature under monotonic and cyclic loading conditions. Test results show relatively more significant strain rate sensitivity of the material for monotonic loading and less significant strain rate sensitivity for cyclic loading. Restrepo-Posada et al. [14] studied variables affecting cyclic behavior of reinforcing steel, and the effects of strain on the cyclic behavior of reinforcing steel can be very relevant when considering postearthquake retrofitting of reinforced concrete structures. Yang et al. [15] studied the dynamic tensile property of three steels, and the results showed that the yield strength and extension rate of the steel improved with strain rate increasing but the rate sensitivity was different. Song [16] carried out the dynamic cyclic loading test of steel, and the results showed that the yield strength of the steel improved with strain rate increasing, and the elastic modulus was not changed. At present general conclusion is that the yield strength and tensile strength of the steel have a certain improvement with strain rate increasing, and the increased range of yield strength is larger than the tensile strength, but the elastic modulus is not changed. The lower the strength of the steel is, the more obvious the effect of strain rate is. Strain rate has an influence on the response of the structure under earthquake excitation. It is unreasonable to calculate the seismic response of the structure using static analysis, and the effect of strain rate should be considered. It is very important to study the influence of strain rate on the nonlinear seismic response of the structure. This paper aims to investigate the influence of the strain rate effect on the power transmission tower-line system under different ground motion intensities. A subroutine is developed in ABAQUS. The progressive collapse simulation method is proposed. Incremental nonlinear time history analysis method is adapted to calculate the response with and without considering the strain rate effect. The results could provide a reference for the seismic design of the transmission tower-line system.
Structural Model
The selected tower for the analysis is illustrated in Figure 1 , which has a height of 60.5 m and a square base area of 10.16 m × 10.16 m at ground level. The angle steel with equal section is used for all tower members. Main members of the tower are made of Q345, and secondary members are made of Q235. The mechanical properties of Q345 and Q235 are shown in Table 1 .
The Scientific World Journal A transmission tower-line system consists of many towers and lines, and the coupling effects of tower and line are prominent. However, it is unrealistic to establish a model that includes all towers and lines. The numerical model contains three towers and four-span lines in the paper, which was verified to be reasonable [17, 18] . As shown in Figure 2 , the transmission tower-line coupled system includes three towers (1st tower, 2nd tower, and 3rd tower) and four-span line (Span 1, Span 2, Span 3, and Span 4). The upper 8 cables are ground lines and the lower 24 cables are single bundled conductor. The spans of adjacent towers are all 300 m. The conductors and towers are connected with insulators and the materials for conductor and ground wire are steel-cored aluminum strand. The base points of the transmission tower are fixed on the ground, and the connections between transmission towers and lines are hinged. The side spans of the lines are hinged at the same height of the middle tower. The properties and performance indices of conductor, ground wire, and insulator are listed in Table 2 .
The three-dimensional beam elements type, B31, with three translational and three rotational degrees of freedom per node, is employed to model the tower members, and the three-dimensional truss elements type, T3D2, with three translational degrees of freedom per node, is applied to model the lines and insulators in the ABAQUS software. Each tower contains 741 beam elements, each insulator contains one element, and the mesh selected for each conductor and ground wire consists of 100 truss elements. 
Material Strain Rate and Analysis Method
wherėis the current strain rate;̇0 is the quasistatic strain rate,̇0 = 2.5 × 10 −4 / ; ys is the yield strength at quasistatic strain rate; yd is the dynamic yield strength at the current strain rate.
Theoretical Analysis.
For the transmission tower-line system, the nonlinear dynamic analysis should be used because of its importance and complexity. The motion equation of structure under the seismic excitation is as follows:
where( ),( ), and ( ) are the relative acceleration, velocity, and displacement vectors;̈( ),̈V( ), and̈( ) are the ground motion accelerations in two horizontal and one vertical directions, respectively; ( ), ( ), and ( ) are the mass, stiffness, and damping matrices, respectively. Generally, ( ) is an invariant, while ( ) and ( ) change during the earthquake. If the ground motion intensity is weak, the material cannot enter nonlinear status. The mass, stiffness, and damping matrices are irrelevant to strain rate. The strain rate has no influence on the elastic response analysis of the structure. If the ground motion intensity is strong, the material can enter nonlinear status. The stiffness matrix is relevant to strain rate, but the mass matrix is irrelevant to strain rate. The damping matrix is irrelevant to strain rate if the mass-damping is used. However, if stiffness-damping or Raleigh damping is chosen, the damping matrix is relevant to strain rate. Therefore, the strain rate has some influence on the plastic response analysis of the structure. According to a series of ground motion intensity indices of monotone increasing of a specific seismic wave, the structure is analyzed using nonlinear time history analysis, and the nonlinear seismic response of the structure under different ground motion intensities can be obtained. The method is called incremental dynamic analysis (IDA) [20] . Multiple seismic waves are selected. The response of the structure is calculated by nonlinear time history analysis method with and without strain rate effect taken into account. The peak accelerations of the three-dimensional seismic waves are increased with equal proportions until progressive collapse of the structure occurs.
Progressive Collapse Simulation.
Elastic-perfectly plastic material model is used, which is shown in Figure 3 . The constitutive relationship is coded using the user subroutine VUMAT [21] , which can be implemented in the advanced finite element program ABAQUS. According to the proposed method, once the strain exceeds ultimate strain, the stiffness of the element is zero while the mass remains the same.
For uniaxial loading, the stress-strain relationship of steel is as follows:
where and are the strain and stress, respectively; is the elastic modulus; and are the yield strain and yield stress, respectively; is the ultimate strain. For cyclic loading, the stress-strain relationship is as follows:
where and are the stress and strain of the starting point in the unloading curve, respectively. Figure 2 , respectively. The material of transmission tower under seismic excitation is hard to enter plastic status and is very hard to collapse. When the plastic analysis is carried out, the ground motion intensity requires very strong amplitude. The structure under very strong earthquake action is analyzed using elastic-plastic analysis method. The increasing of ground motion intensity is fast at the beginning of the incremental dynamic analysis. When the structure is close to collapse, the increasing of seismic intensity is slow, and the minimum increment of ground motion intensity is 1 m/s 2 .
The Selection of Seismic Waves

Numerical Simulation and Discussion
The responses of the strain rate effect on the power transmission tower line system shown in Figure 2 under different ground motion intensities are investigated. The nonlinear time history analysis method is used in the paper. The geometric nonlinearity is taken into account due to large deformation of the transmission lines and the material nonlinearity of the system is considered. The strain rate effect on the maximum top displacement and base shear force of the transmission tower are studied. The strain rate effect on the maximum tension force and vertical displacement of the conductor and ground line are also investigated.
The Effect of Strain Rate on the Transmission Tower.
The maximum top displacements of 2nd transmission tower under different seismic excitations are given in Table 3 , and the table shows the responses of the transmission tower with and without considering the strain rate. It also can be seen from Table 3 that the transmission tower is easy to collapse under El Centro and Kobe earthquake actions, but it is hard to collapse under Northbridge earthquake action. The deformation capacity of the transmission tower under Kobe earthquake action is larger than those of the other two earthquake actions. Figure 4 shows the relative changes of the maximum top displacements of 2nd transmission tower considering the effect of strain rate with the increasing ground motion intensity. It can be seen form Figure 4 that the effect of strain rate on the transmission tower may decrease or increase the maximum top displacements when the ground motion intensity is weak. When the transmission tower is close to collapse, the transmission tower considering the effect of strain rate significantly decreases the maximum top displacements. The effect of strain rate has little influence on the maximum top displacements of the transmission tower under Northbridge earthquake action. However, the effect of strain rate has a great influence on the maximum top displacements of the transmission tower under El Centro and The Scientific World Journal 5 The Scientific World Journal Kobe earthquake actions, and the maximum reduction of the maximum top displacement is 16.2%. The effect of strain rate on the maximum top displacement of the transmission tower has an increasing tendency with the ground motion intensity increasing.
The maximum base shear forces of 2nd transmission tower under different seismic wave excitations are shown in Table 4 . It can be seen from Table 4 that the base shear forces of the transmission tower under Northbridge earthquake action are very large. Figure 5 shows the relative changes of the maximum base shear forces of the transmission tower considering the effect of strain rate with the ground motion intensity increasing. The effect of strain rate on the transmission tower would decrease or increase the maximum base shear forces of the transmission tower. The nonlinear degree of the material is very low and the effect of strain rate is very small when the ground motion intensity is weak. The effect of strain rate would increase the maximum base shear forces of the transmission tower when the seismic ground motion is strong, and the maximum increase is 6.8%. The maximum base shear forces of the transmission tower considering strain rate effect are varied by less than 5%, but the effect of strain rate on the maximum base shear forces of the transmission tower is less than that of the maximum top displacements. The effect of strain rate on maximum base shear forces of the transmission tower has an increasing tendency with the ground motion increasing.
The Effect of Strain Rate on the Conductor and Ground
Line. The maximum tension forces and vertical displacements of the conductor of span 2 are given in Table 5 . Relative changes to the conductor's maximum response considering the effect of strain rate with the ground motion increasing are shown in Figure 6 . It can be seen from the analysis results that the effect of strain rate has little influence on the response of the conductor, and the maximum responses of the conductor considering the effect of strain rate are varied by less than 1%; so the effect of strain rate on the conductor can be ignored. The material of the conductor cannot enter plastic status, and the effect of strain rate has no direct influence on the response of the conductor, but it could have an indirect influence on the conductor through the transmission tower. Table 6 shows the maximum tension forces and vertical displacements of the ground line of span 2. It can be seen from Table 6 that the change of the response of the ground line is very little with the ground motion increasing. Relative changes of the ground line's maximum responses considering the effect of strain rate with the ground motion increasing are shown in Figure 7 . The effect of strain rate has little influence The Scientific World Journal The Scientific World Journal on the ground line response, and the maximum responses of the ground line considering the effect of strain rate are varied by less than 6%. Comparing the response of the conductor and the ground line considering strain rate effect, the effect of strain rate on the ground line is more significant than that of the conductor. The reason is that the insulator length between the ground line and the transmission tower is shorter than that of between the conductor and the transmission tower.
Conclusion
The power transmission tower-line system is analyzed using incremental nonlinear time history analysis method, and the responses of strain rate on the transmission tower-line system are studied. Based on the numerical results, the following conclusions are drawn.
(1) If the ground motion is weak, the effect of strain rate on the transmission tower would decrease the maximum top displacements in most of cases, but it would increase the maximum top displacements in few cases. The effect of strain rate on the transmission tower significantly decreases the maximum top displacements when the ground motion intensity of the transmission tower is close to collapse and the maximum reduction of the maximum top displacement is 16.2%.
(2) If the ground motion is weak, the effect of strain rate on the transmission tower increases the maximum base shear forces in most of cases, but it would decrease the maximum base shear forces in few cases. The effect of strain rate on the transmission tower would increase the maximum base shear forces when the ground motion intensity of the transmission tower is close to collapse, and the maximum increase of the maximum base shear force is 6.8%.
(3) The effects of strain rate on the response of the transmission tower-line system have an increasing tendency with the ground motion intensity increasing.
(4) The effect of strain rate has little influence on the response of the conductor, and the maximum responses of the conductor considering strain rate are varied by less than 1%; so the effect of strain rate on the conductor can be ignored. Comparing the responses of the conductor and ground line considering the effect of strain rate, the effect of strain rate on the ground line is more significant than that of the conductor, but the maximum responses of the ground line considering strain rate effect are less than 6%.
This study demonstrates that the strain rate effect is very important to transmission tower-line system, especially for transmission tower. As many other type towers such as cat head type towers, cup towers, and guyed towers are also widely used in the powers transmission systems, more studies are deemed necessary to further investigate the strain rate effect on responses of these systems.
